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Q.  Please provide copies of all reports, assessments and analyses, whether generated 1 

by Hydro internally or commissioned by Hydro from an external source, which 2 

consider or discuss the future capital expenditures planned or anticipated as 3 

necessary or prudent to continue operation of the Stephenville Gas Turbine plant to 4 

its planned or anticipated decommissioning as a thermal generation source, and 5 

provide updated estimates for those planned or anticipated future capital 6 

expenditures. 7 

 8 

 9 

A. Please see Hydro’s response to IC-NLH-006, Attachment 1 - Site Recommendations, 10 

IC-NLH-006, Attachment 2 - Air Intake Inspection Report, IC-NLH-006, Attachment 3 11 

- Gas Turbine Capital Plan and NP-NLH-13, Attachment 1 -Stantec Condition 12 

Assessment Study Report.   13 

  


